
Asset: P.S. 114 - BROOKLYN, 1077 REMSEN AVENUE, New York, 11236

Inspection Id Inspection Type Time In Last Edited

SA : K114 Architectural - Senior 2017-10-25 7:44 AM 2017-11-16 2:48 PM

AA : K114 Architectural - Associate 2017-10-25 8:48 AM 2017-11-02 10:50 AM

Asset Data

Question Answer

Was the building fully accessible for inspection Yes

Principal(s) Information

Principal Name Darwin Smith

Organization P.S. 114 - Brooklyn

Did you meet with this Principal? No

Did this Principal provide feedback? Yes

Summary of Principal's Feedback A Principal questionnaire form was returned with no specific concerns
regarding the physical conditions of the building.

Principal Name Karen Francois

Organization K379 Excel Charter School - Brooklyn

Did you meet with this Principal? No

Did this Principal provide feedback? No

Custodian Zygmunt Baran

Fireman David Nisbet

Building Square Footage 104000

Comments on the Area None

Comments on the Stories (Floors) plus Basements 3+B

Comments on the Number of Classrooms 43

Comments on the Year Built 1907

Student Population 828

Staff Population 116

Weather Fair

Facade Photo

Corner of Remsen Avenue and Bay View
Place - East View
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Main Entrance Photo

Facade A - Remsen Avenue

Roof Photo

Roof 1 - Northwest View

Have any Systems/Major Building Components been upgraded? Yes

Systems: Partial Exterior Brick Repointing and Replacement at
1928 Addition

Year: 2017

Systems: Exterior Doors replaced in original building

Year: 2012

Systems: Roof replacement (all Roofs except Roof 7); Partial
Parapet replacement; Partial Exterior Wall repointing;
Waterproofing at Foundation Walls

Year: 2008

Systems: Window replacement including Window Guards at
original building and 1928 Addition

Year: 2006

Have there been any New Building Additions? Yes

Comments on New Building Additions 1928 (+20,000 SF)

1999 (+20,100 SF)

Tandem Schools? No

Leased Space? No

Priority Condition
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Priority
Condition Exist
Last Year?

Priority
Category

Condition
Description

Component
Affected

Location
Description

Person(s)
Notified

Person(s) Title PhotoImage

No condition recorded

Structural Engineer Required

Structural
Condition Type

Condition
Description

Component
Affected

Location
Description

Person(s)
Notified

Person(s) Title PhotoImage

No condition recorded

Accessibility

Accessibility Status Question Response

Is the primary or secondary entrance on an accessible route? Yes

Is the building a multi-story building? Yes

Are all floors of the building accessible through compliant means? Yes

Accessible classrooms exists on each floor? Yes

Boys and Girls or Unisex accessible toilets exist on at least every other floor? Yes

If the following spaces exist, are they ALL accessible? Art Room, Auditorium,
Cafeteria, Computer, Gymnasiums, Library, Multipurpose Room, Science Labs

Yes

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY

 Exterior Routes

Exterior Entrances & Exits Yes

Exterior H/C Lifts No No

Exterior Ramps and Railings Yes Yes

 Interior Routes

Corridor and Lobby H/C Lifts No No

Interior Corridor Doors and Hardware Yes Yes

Interior Corridors and Lobbies Yes

Interior Elevators Yes Yes

Interior Lobby Doors and Hardware Yes

Interior Ramps No

 Rooms & Spaces

Art Rooms Rooms 305 and 309 Yes

Auditorium 1st Floor No No Stage Access

Cafeteria Basement Yes

Classrooms 1st Floor - 3rd Floor (Original and 1928
Addition); Basement - 3rd Floor (1999
Addition)

Yes

Computer Rooms Room 311 Yes

Gymnasium 3rd Floor Yes

Library Room 306/310 Yes

Main Office Room 107 (P.S. 114 - Brooklyn); Room
106 (K379 Excel Charter School -
Brooklyn)

Yes

Multi-purpose Room Basement Yes

Nurse's Room Room 217 No Clear opening < 32"

Pool No

Science Lab No

Toilet Rooms (Boys) Basement - 3rd Floor Yes

Toilet Rooms (Girls) Basement - 3rd Floor Yes
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Physical Breakdown Structure Exists Complies Required Deficiency

Rooms & Spaces

Toilet Rooms (Staff) Basement - 3rd Floor Yes

Building Template

Inspection

Question Response

Architectural

EXTERIOR Inspected

AREAWAY Does not Exist

AWNINGS AND CANOPIES Inspected

Condition 2 - Between Good and Fair

Deficiency No deficiencies recorded

CHIMNEY Inspected

Material Type(s) Masonry

Condition 3 - Fair

Deficiency BRICK: MINOR CRACKS AND SPALLING

Roof Plan reference

Deficiency Quantity 150

Quantity Uom S.F.

Potential Action RESTITCH

Urgency of Action PRIORITY 3

Purpose of Action LEVEL 2
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Question Response

EXTERIOR

CHIMNEY

Deficiency Photo1

Roof 5 - CH

Violations No violations recorded.

COPING Inspected

Condition 2 - Between Good and Fair

Deficiency No deficiencies recorded

CORNICE Does not Exist

DOORS Inspected

DOORS AND FRAMES Inspected

Condition 4 - Between Fair and Poor

Deficiency METAL CLAD: DETERIORATED DOOR AND FRAME - MAJOR
DETERIORATION

Roof Plan reference

Deficiency Quantity 2

Quantity Uom EACH

Potential Action REPLACE

Urgency of Action PRIORITY 4

Purpose of Action LEVEL 2

Deficiency Photo1

Facade G - Exit 6

Violations No violations recorded.

Deficiency METAL: DETERIORATED DOOR AND FRAME - MINOR
DETERIORATION
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Question Response

EXTERIOR

DOORS

DOORS AND FRAMES

Roof Plan reference

Deficiency Quantity 1

Quantity Uom EACH

Potential Action MAINTENANCE

Urgency of Action PRIORITY 3

Purpose of Action LEVEL 2

Deficiency Photo1 No photo recorded

Violations No violations recorded.

DOOR HARDWARE Inspected

Condition 3 - Fair

Deficiency No deficiencies recorded

LINTELS Inspected

Condition 2 - Between Good and Fair

Deficiency No deficiencies recorded

TRANSOM/SIDE LIGHT Inspected

Condition 2 - Between Good and Fair

Deficiency No deficiencies recorded

EXTERIOR WALLS Inspected

Material Type(s) Masonry

Replacement Quantity 31,000

Replacement Uom S.F.

InspectedInstance on All Facades

Instance Condition 3 - Fair

Instance Quantity 31,000

Instance Quantity Uom S.F.

Deficiency STONE: OPEN JOINTS

Roof Plan reference
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