
Asset: P.S. 98 - MANHATTAN, 512 WEST 212 STREET, New York, 10034

Inspection Id Inspection Type Time In Last Edited

SA : M098 Architectural - Senior 2017-12-12 7:40 AM 2017-12-22 12:25 PM

AA : M098 Architectural - Associate 2017-12-12 8:21 AM 2017-12-22 10:53 AM

Asset Data

Question Answer

Was the building fully accessible for inspection Yes

Principal(s) Information

Principal Name Maritza Rodriguez

Organization P.S. 98 - Manhattan

Did you meet with this Principal? Yes

Did this Principal provide feedback? Yes

Summary of Principal's Feedback The Principal's comments are as follows: 1. The flooring in Cafeteria
alcove, Classrooms and corridors are deteriorated.  2. The ceilings in
the classrooms and offices have peeling paint.  3. The staircases have
old doors, damaged stair partitions, and damaged bulkhead walls and
ceilings.  4. The schoolyard, parking lot and the walkway between the
Main Building and Minischool have cracks and potholes.  5. The Fire
Alarm System is defective.  6. The PA System is old and some of the
speakers are not working in the classrooms.  7. The pneumatic climate
control system has multiple issues and needs to be repaired.  8. The
steam condensate vacuum pumps have issues and needs to be repaired.

Custodian Charles Harvey

Fireman Eric Loubriel

Building Square Footage 91,000

Comments on the Area None

Comments on the Stories (Floors) plus Basements 5+B+PH

Comments on the Number of Classrooms 40

Comments on the Year Built 1924

Student Population 393

Staff Population 78

Weather Fair

Facade Photo

West 212th Street - South View
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Main Entrance Photo

Facade A - West 212th Street

Roof Photo

Roof 1 - Southeast View

Have any Systems/Major Building Components been upgraded? Yes

Systems: Limited exterior masonry and window lintel repairs

Year: 2015

Systems: Complete auditorium upgrade, limited roofing and coping
replacement and Parapet reconstruction at Roof 2

Year: 2014

Systems: Limited exterior masonry waterproofing and bulkhead
masonry repairs

Year: 2011

Systems: Complete exterior door, window and guard replacement,
limited exterior masonry, coping, parapet and roof barrier
repairs

Year: 2006

Systems: Complete Roofing replacement, new passenger elevators,
HC lifts, interior and exterior HC ramps, students and staff
toilets HC upgrades

Year: 1998

Have there been any New Building Additions? No

Tandem Schools? No

Leased Space? No

Priority Condition
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Priority
Condition Exist
Last Year?

Priority
Category

Condition
Description

Component
Affected

Location
Description

Person(s)
Notified

Person(s) Title PhotoImage

No Potential Falling
Debris

Loose plaster is
potential safety
hazard

INTERIOR |
CLASSROOMS
/CORRIDORS/
ADMIN
SPACES |
Ceiling

Room 308 Eric Loubriel Fireman

Yes Tripping Hazard Deteriorated
concrete stair
treads are
potential
tripping hazards.

EXTERIOR |
STAIRS/RAMP
S: EXTERIOR |
STAIRS/RAMP
S

Exit 4, Exit 5,
Southwest of
Schoolyard

Charles Harvey Custodian

Structural Engineer Required

Structural
Condition Type

Condition
Description

Component
Affected

Location
Description

Person(s)
Notified

Person(s) Title PhotoImage

No condition recorded

Accessibility

Accessibility Status Question Response

Is the primary or secondary entrance on an accessible route? Yes

Is the building a multi-story building? Yes

Are all floors of the building accessible through compliant means? Yes

Accessible classrooms exists on each floor? Yes

Boys and Girls or Unisex accessible toilets exist on at least every other floor? Yes

If the following spaces exist, are they ALL accessible? Art Room, Auditorium,
Cafeteria, Computer, Gymnasiums, Library, Multipurpose Room, Science Labs

Yes

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY

 Exterior Routes

Exterior Entrances & Exits Yes

Exterior H/C Lifts No No

Exterior Ramps and Railings Yes Yes

 Interior Routes

Corridor and Lobby H/C Lifts Yes Yes

Interior Corridor Doors and Hardware Yes Yes

Interior Corridors and Lobbies Yes

Interior Elevators Yes Yes

Interior Lobby Doors and Hardware Yes

Interior Ramps Yes Yes

 Rooms & Spaces

Art Rooms Room 305 Yes

Auditorium 2nd Floor Yes

Cafeteria 1st Floor Yes
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Physical Breakdown Structure Exists Complies Required Deficiency

Rooms & Spaces

Classrooms 2nd - 5th Floors Yes

Computer Rooms Room 410 Yes

Gymnasium 1st and 5th Floors Yes

Library Room 313 Yes

Main Office Room 211 Yes

Multi-purpose Room No

Nurse's Room Room 202 Yes

Pool No

Science Lab No

Toilet Rooms (Boys) 1st - 5th Floors Yes

Toilet Rooms (Girls) 1st - 5th Floors Yes

Toilet Rooms (Staff) 1st - 5th Floors Yes

Building Template

Inspection

Question Response

Architectural

EXTERIOR Inspected

AREAWAY Inspected

InspectedInstance on AW1 - AW11

Instance Condition 3 - Fair

Instance Quantity 11

Instance Quantity Uom EACH

Deficiency AREAWAY WALLS: CRACKS AND SPALLING
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