
NYC Department of Education

Building Condition Assessment Survey 2018-2019

M506Architectural Inspection

Inspection Type Last EditedTime InInspectionId

EDWARD A. REYNOLDS WEST SIDE HS-M, 140 WEST 102 STREET, MANHATTAN, NY, 10025School:

 4058 2019-04-24  01:00PM 2019-06-21  02:20PMARCHITECTURAL - SENIOR
 4062 2019-04-24  07:35AM 2019-05-01  09:14AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

Basement Shower Room Boys,
Basement Shower Room Girls  (no key)

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Lilit Suffet
Principal Organization Edward A. Reynolds West Side HS - Manhattan
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Was not present
Fireman Ali Tarat
Building Square Footage  85,000
Comments on the Area (Square Feet) NA
Comments on the Stories (Floors) plus Basements 3+B
Comments on the Year Built 1999
Comments on the Student Population 480
Comments on the Staff Population 60
Comments on the Number of Classrooms 37
Weather Fair
Facade Photo

West 102nd Street - South view
Main Entrance Photo

Facade D - West 102nd Street
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Roof Photo

Roof 1 - South view
Have any Systems/Major Building Components been upgraded? Systems: Exterior Soffit, Parapet repairs

Years: 2013
Systems: Gymnasium Flooring refinished
Years: 2008
Systems: Library Flooring refinished
Years: 2007

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Exist 
Last Year?

Priority 
Category

Condition
Description

Component 
Affected

Location 
Description

Person(s)
Notified

Person(s)
Title

Photo 
Image

No condition recorded

Structural Engineer Required
Structural 
Condition Type

Condition 
Description

Component 
Affected

Location 
Description

Person(s) 
Notified

Person(s)
Title

Photo 
Image

No condition recorded

Accessibility
Accessibility Status Question Response

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

NoYesExterior Ramps and Railings
Interior Routes

NoNoCorridor and Lobby H/C Lifts

NoYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

YesYesInterior Elevators

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Rooms & Spaces

Art Rooms

Yes YesRoom 222

NoAuditorium
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Physical Breakdown Structure Exists Complies Required Deficiency

Cafeteria

Yes YesBasement

Classrooms

Yes Yes2nd and 3rd Floors

Computer Rooms

Yes YesRooms 203 and 227

Gymnasium

Yes YesBasement

Library

Yes YesRoom 100

Main Office

Yes YesRoom 130

NoMulti-purpose Room

Nurse's Office

Yes YesRoom B12

NoPool

Science Lab

Yes YesRooms 202 and 210

Toilet Rooms (boys)

Yes YesBasement, 1st - 3rd Floors

Toilet Rooms (girls)

Yes YesBasement, 1st - 3rd Floors

Toilet Rooms (staff)

Yes YesBasement, 1st - 3rd Floors

Building Template

Inspection
Question Response

Architectural

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
Does not existAREAWAY
Does not existAWNINGS AND CANOPIES
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Question Response

EXTERIOR
Does not existCHIMNEY
InspectedCOPING

Condition 4- Between Fair and Poor

CAST STONE:DISINTEGRATING / FREEZE THAWDeficiency
Deficiency Location/Instance

45Deficiency Quantity
Quantity Uom L.F.
Potential Action REPLACE-IN-KIND

PRIORITY 4Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Roof 1

Violations No violations recorded

CAST STONE:OPEN TRANSVERSE JOINTS WITH 
DAMAGED CAULKING

Deficiency

Deficiency Location/Instance

75Deficiency Quantity
Quantity Uom L.F.
Potential Action MAINTENANCE

PRIORITY 4Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Roof 1

Violations No violations recorded
Does not existCORNICE
InspectedDOORS
InspectedDOOR HARDWARE

Condition 3- Fair
No deficiencies recordedDeficiency

Page 4 of 34 Print Date: 7/3/2019Mobile Validity Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2018-2019

M506Architectural Inspection
Question Response

EXTERIOR
DOORS

InspectedDOORS AND FRAMES
Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedLINTELS

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedTRANSOM/SIDE LIGHT

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedEXTERIOR SOFFITS

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedEXTERIOR WALLS
MasonryMaterial Type(s)
25,000Replacement Quantity

Replacement Uom S.F.

Instance on All Facades Inspected
3- FairInstance Condition  

Instance Quantity 25,000
Instance Quantity Uom S.F.

BRICK:MAJOR / THRU CRACKSDeficiency
Roof Plan Reference

Elevation

Elevation Reference All Facades
20Deficiency Quantity

Quantity Uom S.F.
Potential Action REMOVE AND REBUILD

PRIORITY 4Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Facade D

Violations No violations recorded

BRICK:DETERIORATED CONTROL/EXPANSION JOINTS 
WITH DAMAGED CAULKING

Deficiency

Page 5 of 34 Print Date: 7/3/2019Mobile Validity Version 2.0 (P)


