
Asset: P.S. 34 - QUEENS, 104-12 SPRINGFIELD BLVD, New York, 11428

Inspection Id Inspection Type Time In Last Edited

SA : Q034 Architectural - Senior 2018-11-08 7:42 AM 2019-06-05 3:20 PM

AA : Q034 Architectural - Associate 2018-11-08 8:30 AM 2018-11-28 9:18 AM

Asset Data

Question Answer

Was the building fully accessible for inspection No

Inspection Access Comment Security lights (Sidewalk Shed)

Principal(s) Information

Principal Name Pauline Shakespeare

Organization P.S. 34 - Queens

Did you meet with this Principal? Yes

Did this Principal provide feedback? Yes

Summary of Principal's Feedback The Principal had no comments about the physical condition of the
building at this time.

Custodian Was not present

Fireman Michael Giardina

Building Square Footage 47000

Comments on the Area None

Comments on the Stories (Floors) plus Basements 2+B+SB+Attic

Comments on the Number of Classrooms 18

Comments on the Year Built 1889

Student Population 400

Staff Population 40

Weather Fair

Facade Photo

Springfield Boulevard - West view
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Main Entrance Photo

Facade A

Roof Photo

Roof 1 - Northwest view

Have any Systems/Major Building Components been upgraded? Yes

Systems: Partial Interior Doors replacement

Year: 2013

Systems: Playground upgrade; Partial Windows repairs

Year: 2012

Systems: Auditorium upgrades including Seating, Curtains, Stage
Flooring replacement; Library upgrade

Year: 2011

Systems: Exterior Modernization Program including Roofing and
Flashing replacement; Windows and Window Guards
replacement; Exterior Doors replacement; Exterior Walls
repointing.

Year: 1998

Have there been any New Building Additions? Yes

Comments on New Building Additions 1930 + 27,000 S.F.

Tandem Schools? No

Leased Space? No

Priority Condition

Priority
Condition Exist
Last Year?

Priority
Category

Condition
Description

Component
Affected

Location
Description

Person(s)
Notified

Person(s) Title PhotoImage
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No Potential Falling
Debris

Cracked
ornamental
terra-cotta
coping is a
potential falling
debris hazard.

EXTERIOR |
COPING

Roof of the
1930 addition
Northeast side

Michael
Giardina

Fireman

No Potential Falling
Debris

Deteriorated
concrete
fireproofing is a
potential falling
debris hazard.

INTERIOR |
STRUCTURAL
|
COLUMNS/BE
AMS/BEARIN
G WALLS

Basement - Oil
Tank Room

Michael
Giardina

Fireman

No Potential Falling
Debris

Severely
damaged chain
link fences
behind Mini
Building, with
hanging tree
branches, is a
potential safety
hazard.

SITE | FENCES South side of
Building near
Mini Building

Michael
Giardina

Fireman

No Tripping Hazard Damaged
areaway grating
is a potential
tripping hazard.

EXTERIOR |
AREAWAY

West side corner
of the 1930
Addition

Michael
Giardina

Fireman

Yes Potential Falling
Debris

Out of plumb
masonry Parapet
Wall with cracks
greater than 1/4"
wide is a
potential falling
debris hazard.

EXTERIOR |
PARAPETS

Southwest
corner of the Oil
Tank Room

Michael
Giardina

Fireman

Yes Protruding
Elements

Chain link fence
with protruding
fence cap,
towards public
sidewalk, is a
potential safety
hazard.

SITE | FENCES Hollis Avenue Michael
Giardina

Fireman

Yes Tripping Hazard Deteriorated
concrete stair
treads and risers
are a potential
tripping hazard.

EXTERIOR |
STAIRS/RAMP
S: EXTERIOR |
STAIRS/RAMP
S

Exterior stair at
the south side of
the 1930
addition facing
the rear yard.

Michael
Giardina

Fireman

Structural Engineer Required

Structural
Condition Type

Condition
Description

Component
Affected

Location
Description

Person(s)
Notified

Person(s) Title PhotoImage

No condition recorded

Accessibility

Accessibility Status Question Response
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Accessibility Status Question Response

Is the primary or secondary entrance on an accessible route? Yes

Is the building a multi-story building? Yes

Are all floors of the building accessible through compliant means? No

Are SOME floors other than the 1st floor and basement accessible through compliant
means?

No

Do any of the following spaces exist on the First floor? Classroom, Art Room,
Auditorium, Cafeteria, Computer, Gymnasiums, Library, Multipurpose Room, Science
Labs

Yes

For the rooms that do exist, are SOME of them accessible on the 1st floor? Yes

Boys and Girls or Unisex accessible toilets exist on the 1st floor? No

Physical Breakdown Structure Exists Required Complies Deficiency Audio
Induction
System

Fire
Alarm
Strobe

FUNCTIONAL ACCESSIBILITY

 Exterior Routes

Exterior Entrances & Exits Yes

Exterior H/C Lifts No No

Exterior Ramps and Railings No No

 Interior Routes

Corridor and Lobby H/C Lifts No No

Interior Corridor Doors and Hardware Yes Yes

Interior Corridors and Lobbies No Change in Elevation

Interior Elevators No

Interior Lobby Doors and Hardware Yes

Interior Ramps Yes Yes

 Rooms & Spaces

Art Rooms Room 227 Yes No Not on Accessible Route

Auditorium 2nd Floor Yes No Not on Accessible Route No No

Cafeteria Basement Yes Yes No No

Classrooms None on Accessible Route Yes No Not on Accessible Route

Computer Rooms Room 221 Yes No Not on Accessible Route

Gymnasium 2nd Floor Yes No Not on Accessible Route No No

Basement Yes Yes No No

Library Room 220 Yes No Not on Accessible Route

Main Office Room 120 Yes No Not on Accessible Route

Multi-purpose Room No

Nurse's Room Room 102 Yes No Not on Accessible Route

Pool No

Science Lab No

Toilet Rooms (Boys) Basement Yes No Accessory Arrangement
Insufficient Latch
Clearance
No Lever-type Hardware
Sink Arrangement
Turning Radius
Urinal Arrangement
Water Closet
Arrangement

NYC Department of Education

Architectural Inspection

Building Condition Assessment Survey 2018 - 2019

Q034

PB/A&W Print Date: 6/21/2019Page 4 of 60



Physical Breakdown Structure Exists Required Complies Deficiency Audio
Induction
System

Fire
Alarm
Strobe

Rooms & Spaces

Toilet Rooms (Girls) Basement Yes No Accessory Arrangement
No Lever-type Hardware
Sink Arrangement
Turning Radius
Water Closet
Arrangement

Toilet Rooms (Staff) Basement Yes No Accessory Arrangement
No Lever-type Hardware
Sink Arrangement
Turning Radius
Urinal Arrangement
Water Closet
Arrangement

Building Template

Inspection

Question Response

Architectural

EXTERIOR Inspected

AREAWAY Inspected

InspectedInstance on AW1-AW7

Instance Condition 4 - Between Fair and Poor

Instance Quantity 7

Instance Quantity Uom EACH

Deficiency AREAWAY GRATINGS: MAJOR RUSTING AND / OR BROKEN
SUPPORTS
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