
NYC Department of Education

Building Condition Assessment Survey 2018-2019

X027Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 277 - BRONX, 519 ST ANNS AVENUE, BRONX, NY, 10455School:

 659 2018-12-10  08:38AM 2019-06-23  07:17AMARCHITECTURAL - SENIOR
 671 2018-12-10  11:17AM 2019-06-25  11:22PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Natasha Bracey
Principal Organization P.S. 277
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Principal Name Janine Tubiolo
Principal Organization P469-The Bronx School for Continuous Learner-Bronx
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Carlos Carreras
Fireman Was not present
Building Square Footage  72,000
Comments on the Area (Square Feet) N/A
Comments on the Stories (Floors) plus Basements 5+B+Attic
Comments on the Year Built 1897
Comments on the Student Population 562
Comments on the Staff Population 120
Comments on the Number of Classrooms 31
Weather Fair
Facade Photo

St Anns Avenue - West view
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Main Entrance Photo

St Ann's Avenue

Roof Photo

Roof 1 - North view
Have any Systems/Major Building Components been upgraded? Systems: First floor Students Toilet Rooms upgrades

Years: 2015
Systems: First floor Students Toilet Rooms renovation
Years: 2014
Systems: Exterior Masonry repointing and new Stucco finishes 

on Facade A, G and H, Cornice, Parapet Walls 
repointing and New Coping Stone, new Roofing with 
Flashing, Roof Drains, Gutters and Leaders, 
Renovation of Bulkhead/Attic, and Tower Facades

Years: 2011-2014
Systems: New Seating in Auditorium
Years: 2013
Systems: Partial Areaway Gratings, Walls repairs and Exterior 

Wall repairs
Years: 2009
Systems: Window replacement
Years: 2004
Systems: Partial Masonry repairs
Years: 1998

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Exist 
Last Year?

Priority 
Category

Condition
Description

Component 
Affected

Location 
Description

Person(s)
Notified

Person(s)
Title

Photo 
Image
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Protruding Elements Missing Railing with 

Protruding Sharp Edge is 
a Potential Safety Hazard.

Interior Stair 
Railings

Right Side Of 
Stage

Carlos 
Carreras

No Custodian

Structural Engineer Required
Structural 
Condition Type

Condition 
Description

Component 
Affected

Location 
Description

Person(s) 
Notified

Person(s)
Title

Photo 
Image

No condition recorded

Accessibility
Accessibility Status Question Response

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

NoExterior Entrances & Exits
DISTANCE BETWEEN OPEN DOORS < 4'
SADDLE HEIGHT > 1/2"

NoNoExterior H/C Lifts

NoYesExterior Ramps and Railings
Interior Routes

NoNoCorridor and Lobby H/C Lifts

NoYesInterior Corridor Doors And Hardware

NoInterior Corridors & Lobbies
CHANGE IN ELEVATION

NoInterior Elevators

NoInterior Lobby Doors And Hardware
CLEAR OPENING < 32"

NoInterior Ramps
Rooms & Spaces

Art Rooms

Yes NoRoom 517

NOT ON ACCESSIBLE ROUTE

Auditorium

Yes No2nd floor

NOT ON ACCESSIBLE ROUTE

Cafeteria

Yes Yes1st floor

Classrooms

Yes NoNone on accessible route

NOT ON ACCESSIBLE ROUTE

Computer Rooms

Yes NoRoom 511 and 513

NOT ON ACCESSIBLE ROUTE

Gymnasium

Yes No5th floor

NOT ON ACCESSIBLE ROUTE

Library

Yes NoRoom 303/305

NOT ON ACCESSIBLE ROUTE

Main Office
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Physical Breakdown Structure Exists Complies Required Deficiency

Yes NoRoom 212 (P.S.277), and 311 (P469X)

NOT ON ACCESSIBLE ROUTE

Multi-purpose Room

Yes Yes1st floor

Nurse's Office

Yes NoRoom 211

NOT ON ACCESSIBLE ROUTE

NoPool

NoScience Lab

Toilet Rooms (boys)

Yes Yes1st floor inside Multi-Purpose Room

Toilet Rooms (girls)

Yes Yes1st floor inside Cafeteria

Toilet Rooms (staff)

Yes Yes1sf floor inside Multi-Purpose Room

Building Template

Inspection
Question Response

Architectural

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
InspectedAREAWAY

Instance on AW1-AW10 Inspected
3- FairInstance Condition  

Instance Quantity 10
Instance Quantity Uom EACH

AREAWAY GRATINGS:MAJOR RUSTING / OR BROKENDeficiency
Deficiency Location/Instance
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Question Response

EXTERIOR
AREAWAY

60Deficiency Quantity
Quantity Uom S.F.
Potential Action REPLACE

PRIORITY 4Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Facade D-AW 7

Violations No violations recorded
Does not existAWNINGS AND CANOPIES
InspectedCHIMNEY
MasonryMaterial Type(s)

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedCOPING

Condition 1- Good

No deficiencies recordedDeficiency
InspectedCORNICE

Condition 1- Good

No deficiencies recordedDeficiency
InspectedDOORS
InspectedDOOR HARDWARE

Condition 3- Fair
No deficiencies recordedDeficiency
InspectedDOORS AND FRAMES

Condition 3- Fair
METAL:DETERIORATED DOOR AND FRAME - MINOR 
DETERIORATION

Deficiency

Deficiency Location/Instance

1Deficiency Quantity
Quantity Uom EACH
Potential Action MAINTENANCE

PRIORITY 2Urgency of Action
LEVEL 2Purpose of Action
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Question Response

EXTERIOR
DOORS

DOORS AND FRAMES
Deficiency Photo 1

Main entrance (Facade D)

Violations No violations recorded
InspectedLINTELS

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedTRANSOM/SIDE LIGHT

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedEXTERIOR SOFFITS

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedEXTERIOR WALLS
MasonryMaterial Type(s)
37,000Replacement Quantity

Replacement Uom S.F.

Instance on All facades Inspected
2- Between Good and FairInstance Condition  

Instance Quantity 37,000
Instance Quantity Uom S.F.

No deficiencies recordedDeficiency
Does not existLOADING DOCK
InspectedLOUVER

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedPARAPETS
MasonryMaterial Type(s)
800Replacement Quantity

Replacement Uom C.F.

Instance on Facade D Inspected
1- GoodInstance Condition  

Instance Quantity 800
Instance Quantity Uom CF

No deficiencies recordedDeficiency
InspectedPLAZA DECK

Instance on Concrete:Portion of Schoolyard Inspected
4- Between Fair and PoorInstance Condition  

Instance Quantity 850
Instance Quantity Uom S.F.
Installation Year 1974
Source of Installation Year Inspector Estimate

CONCRETE:MAJOR CRACKSDeficiency
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Question Response

EXTERIOR
PLAZA DECK

Deficiency Location/Instance

40Deficiency Quantity
Quantity Uom S.F.
Potential Action REPLACE

PRIORITY 4Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Plaza Deck

Violations No violations recorded

CONCRETE:MAJOR ACTIVE PLAZA DECK LEAKS IN 
NON-INSTRUCTIONAL SPACE

Deficiency

Deficiency Location/Instance

20Deficiency Quantity
Quantity Uom S.F.
Potential Action REPLACE

PRIORITY 5Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Boiler room

Violations No violations recorded

CONCRETE:BEYOND USEFUL LIFEDeficiency
Concrete:Portion of SchoolyardDeficiency Location/Instance
850Deficiency Quantity

Quantity Uom S.F.
Potential Action REPLACE

PRIORITY 1Urgency of Action
LEVEL 2Purpose of Action

Violations No violations recorded
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