
NYC Department of Education

Building Condition Assessment Survey 2018-2019

X072Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 72 - BRONX, 2951 DEWEY AVENUE, BRONX, NY, 10465School:

 5104 2019-05-28  08:55AM 2019-06-19  10:53AMARCHITECTURAL - ASSOCIATE
 5114 2019-05-28  08:56AM 2019-06-27  04:19PMARCHITECTURAL - SENIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

Locker and Shower RoomsComments on Inaccessible Inspection
Library (testing)

Principal(s) Information
Principal Name Margarita Colon
Principal Organization P.S. 72
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Frank Pedretti
Fireman Vincent Chiappa
Building Square Footage  103,000
Comments on the Area (Square Feet) N/A
Comments on the Stories (Floors) plus Basements 3+B+PH
Comments on the Year Built 1925
Comments on the Student Population 842
Comments on the Staff Population 148
Comments on the Number of Classrooms 48
Weather Fair
Facade Photo

Corner of Edison Avenue and Dewey Avenue - North View
Main Entrance Photo

Facade F - Dewey Avenue
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Roof Photo

Roof 1 - East View
Have any Systems/Major Building Components been upgraded? Systems: Exterior Doors replacement (partial, Original Wing)

Years: 2014
Systems: HC upgrades to Eight (8) Toilet Rooms, Original Wing; 

Auditorium Seating replaced
Years: 2011
Systems: Roofing replacement (full, including Coping, 

Flashing); Exterior Wall repointing (partial )
Years: 2010
Systems: Windows replacement (partial); Guards restored; 1995 

Wing Windows balances replacement
Years: 2009
Systems: Gymnasium Flooring resurfaced
Years: 2007
Systems: Windows repairs; Parapets replacement (full)
Years: 2006
Systems: Auditorium Curtain replacement
Years: 2004
1995 (34000 SF)Have there been any New Building Additions?
1937(20000 SF)

Tandem No Tandem

Leased Space? No

Priority Condition
Exist 
Last Year?

Priority 
Category

Condition
Description

Component 
Affected

Location 
Description

Person(s)
Notified

Person(s)
Title

Photo 
Image

Potential Falling 
Debris

Deteriorated concrete 
fireproofing is a potential 
falling debris hazard .

Columns/Bea
ms/Bearing 
Walls

Boiler Room 
floor beam 
directly above 
the air 
compressor

Frank 
Pedretti

Yes Custodian

Structural Engineer Required
Structural 
Condition Type

Condition 
Description

Component 
Affected

Location 
Description

Person(s) 
Notified

Person(s)
Title

Photo 
Image

No condition recorded

Accessibility
Accessibility Status Question Response

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes
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Physical Breakdown Structure Exists Complies Required Deficiency

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

NoYesExterior Ramps and Railings
Interior Routes

NoNoCorridor and Lobby H/C Lifts

NoYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

YesYesInterior Elevators

YesInterior Lobby Doors And Hardware

YesYesInterior Ramps
Rooms & Spaces

NoArt Rooms

Auditorium

Yes Yes1st Floor

Cafeteria

Yes Yes1st Floor

Classrooms

Yes Yes1st-3rd Floors

Computer Rooms

Yes YesRoom 313

Gymnasium

Yes Yes3rd Floor

Library

Yes YesRoom 315

Main Office

Yes YesRoom 212

Multi-purpose Room

Yes Yes1st Floor-East, West

Nurse's Office

Yes YesRoom 105

NoPool

NoScience Lab

Toilet Rooms (boys)

Yes Yes1st and 3rd Floors

Toilet Rooms (girls)

Yes Yes1st and 3rd Floors

Toilet Rooms (staff)

Yes Yes1st and 3rd Floors
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Building Template

Inspection
Question Response

Architectural

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
InspectedAREAWAY

Instance on AW1-AW8 Inspected
3- FairInstance Condition  

Instance Quantity 8
Instance Quantity Uom EACH

AREAWAY DRAINS:CLOGGEDDeficiency
Deficiency Location/Instance

1Deficiency Quantity
Quantity Uom EACH
Potential Action MAINTENANCE

PRIORITY 5Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

AW4

Violations No violations recorded

AREAWAY SLAB:CRACKS AND SPALLINGDeficiency
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Question Response

EXTERIOR
AREAWAY

Deficiency Location/Instance

30Deficiency Quantity
Quantity Uom S.F.
Potential Action REPAIR

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

AW8

Violations No violations recorded
Does not existAWNINGS AND CANOPIES
InspectedCHIMNEY
MasonryMaterial Type(s)

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedCOPING

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedCORNICE

Condition 2- Between Good and Fair

STONE:MAJOR CRACKS, SPALLINGDeficiency
Deficiency Location/Instance

10Deficiency Quantity
Quantity Uom S.F.
Potential Action REPLACE

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Facade F
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