
NYC Department of Education

Building Condition Assessment Survey 2018-2019

X142Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 142 - BRONX, 3750 BAYCHESTER AVENUE, BRONX, NY, 10466School:

 1960 2019-01-30  07:36AM 2019-06-26  08:48AMARCHITECTURAL - ASSOCIATE
 1990 2019-01-30  08:05AM 2019-06-06  09:14AMARCHITECTURAL - SENIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

Sidewalk Elevator (decommissioned)Comments on Inaccessible Inspection
Girls shower Room (no key)
Girls Locker Room Toilet (no key)

Principal(s) Information
Principal Name Steven Cobb
Principal Organization Bronx Alliance Middle School
Meeting with Principal? Yes
Principal Feedback The Principal provided following comments 

1- Drinking Fountains needs attention, They either do not work 
properly or do not at all work.
2- The Uneven Heating in the school needs balancing and repairs. 
3- The Auditorium Stage, Lighting, and Sound systems needs 
upgrades. 
4- Classrooms Door hardware are deteriorated and need to be 
addressed.

Principal Name Patricia Wynn's
Principal Organization I.S. 529 - Bronx
Meeting with Principal? Yes
Principal Feedback The Principal provided the following comment; 

The Heating in the building is inconsistent and needs balancing.

Principal Name Shawn Mangar
Principal Organization I.S. 532 - Bronx
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Wilfredo Ramos
Fireman Joshua Cancel
Building Square Footage  137,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 3+B+SB
Comments on the Year Built 1958
Comments on the Student Population 973
Comments on the Staff Population 150
Comments on the Number of Classrooms 49
Weather Fair
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Facade Photo

Corner of Baychester Avenue towards Crawford Avenue - 
Southwest view

Main Entrance Photo

Facade A - Baychester Avenue

Roof Photo

Roof 1 - North view
Have any Systems/Major Building Components been upgraded? Systems: Exterior Doors, Roofing, Windows and Guards 

replacement (full)
Years: 2001
Systems: Exterior Masonry repairs (partial )
Years: 2010
Systems: New Science Lab and Prep Room ( Rooms 105, 105A
Years: 2011
Systems: Interior Door replacement ( partial )
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Years: 2013
Systems: New Computer Lab, Room 109 A
Years: 2015
Systems: Partial Roofing repairs at Roof 2
Years: 2016
Systems: Exterior Doors repainted
Years: 2017

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Exist 
Last Year?

Priority 
Category

Condition
Description

Component 
Affected

Location 
Description

Person(s)
Notified

Person(s)
Title

Photo 
Image

Potential Falling 
Debris

Deterioration of ceiling . Ceiling Active Water 
Leak in 
Auditorium 
From Roof

Joshua 
Cancel

No Fireman

Tripping Hazard Deteriorated concrete 
Stair Tread / Nosing is a 
potential tripping hazard

Stairs/Ramps Northeast side 
of the building

Joshua 
Cancel

Yes Fireman

Structural Engineer Required
Structural 
Condition Type

Condition 
Description

Component 
Affected

Location 
Description

Person(s) 
Notified

Person(s)
Title

Photo 
Image

No condition recorded

Accessibility
Accessibility Status Question Response

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

NoExterior Entrances & Exits
SADDLE HEIGHT > 1/2"

NoNoExterior H/C Lifts

NoNoExterior Ramps and Railings
Interior Routes

NoNoCorridor and Lobby H/C Lifts

NoYesInterior Corridor Doors And Hardware

NoInterior Corridors & Lobbies
CHANGE IN ELEVATION

NoInterior Elevators

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Rooms & Spaces

NoArt Rooms

Auditorium

Yes No1st Floor

NO STAGE ACCESS
NOT ON ACCESSIBLE ROUTE
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Physical Breakdown Structure Exists Complies Required Deficiency

Cafeteria

Yes NoBasement- Students

NOT ON ACCESSIBLE ROUTE

Yes NoBasement - Room B42 - Staff

NOT ON ACCESSIBLE ROUTE

Classrooms

Yes NoNone on accessible route

NOT ON ACCESSIBLE ROUTE

Computer Rooms

Yes NoRoom 109A, B53

NOT ON ACCESSIBLE ROUTE

Gymnasium

Yes No1st Floor

NOT ON ACCESSIBLE ROUTE

Library

Yes NoRoom 202

NOT ON ACCESSIBLE ROUTE

Main Office

Yes NoRooms 140 (MS 355), 231(MS 529) and  
331( MS 532)

NOT ON ACCESSIBLE ROUTE

NoMulti-purpose Room

Nurse's Office

Yes NoRoom 130 and 128

NOT ON ACCESSIBLE ROUTE

NoPool

Science Lab

Yes NoRoom 105

NOT ON ACCESSIBLE ROUTE

Toilet Rooms (boys)

Yes NoNone on accessible route

NOT ON ACCESSIBLE ROUTE

Toilet Rooms (girls)

Yes NoNone on accessible route

NOT ON ACCESSIBLE ROUTE

Toilet Rooms (staff)

Yes NoNone on Accessible Route

NOT ON ACCESSIBLE ROUTE
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Building Template

Inspection
Question Response

Architectural

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
InspectedAREAWAY

Instance on AW1 to AW5 Inspected
3- FairInstance Condition  

Instance Quantity 5
Instance Quantity Uom EACH

AREAWAY GRATINGS:MINOR RUSTINGDeficiency
Deficiency Location/Instance

30Deficiency Quantity
Quantity Uom S.F.
Potential Action MAINTENANCE

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

AW3

Violations No violations recorded

AREAWAY STAIRS:DETERIORATED 
TREADS/RISERS/NOSINGS

Deficiency
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