
NYC Department of Education

Building Condition Assessment Survey 2021-2022

X783Architectural Inspection
KIPP CHARTER HIGH SCHOOL - BRONX, 201 EAST 144TH STREET, BRONX, NY, 10451School:

Inspection TypeInspectionId Time In Last Edited

 3843 2022-02-24  08:00AM 2022-03-12  06:23PMARCHITECTURAL - SENIOR
 4713 2022-04-01  09:19AM 2022-04-30  03:07PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

Roof Drains (covered by IRMA pavers); Shower Rooms 
(storage)

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Monica Samuels
Principal Organization Kipp Charter HS - Bronx
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Was not present
Fireman Hector Gorritz (Handyman)
Building Square Footage 122,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 5+PH+B
Comments on the Year Built 2013
Comments on the Student Population 800
Comments on the Staff Population 150
Comments on the Number of Classrooms 52
Weather Fair
Facade Photo

Corner of Park Avenue and East 144th Street - South View
Main Entrance Photo

Facade A - East 144th Street
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Roof Photo

Roof 2 - South view
No System UpgradedHave any Systems/Major Building Components been upgraded?

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Exist 
Last Year?

Priority 
Category

Condition
Description

Component 
Affected

Location 
Description

Person(s)
Notified

Person(s)
Title

Photo 
Image

No condition recorded

Structural Engineer Required
Structural 
Condition Type

Condition 
Description

Component 
Affected

Location 
Description

Person(s) 
Notified

Person(s)
Title

Photo 
Image

No condition recorded

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? Yes
Is the building a multi-story building? Yes

Are All floors of the building accessible through compliant means? Yes
Accessible classrooms exists on each floor? Yes

Boys and Girls or Unisex accessible toilets exist on at least every other floor? Yes
If the following spaces exist, are they ALL accessible? Art Room, Auditorium, 
Cafeteria, Computer, Gymnasiums, Library, Multipurpose Room, Science Labs

Yes

Physical Breakdown Structure Exists Complies Required Deficiency
Audio 
Induction
System

Fire
Alarm
Strobe

FUNCTIONAL ACCESSIBILITY

Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

NoNoExterior Ramps and Railings
Interior Routes

NoNoCorridor and Lobby H/C Lifts

YesYesInterior Corridor Doors And 
Hardware

YesInterior Corridors & Lobbies

YesYesInterior Elevators

YesInterior Lobby Doors And Hardware

YesYesInterior Ramps
Rooms & Spaces
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Physical Breakdown Structure Exists Complies Required Deficiency
Audio 
Induction
System

Fire
Alarm
Strobe

Art Rooms

Yes YesRoom 305

NoAuditorium

Cafeteria

Yes YesCellar No Yes

Classrooms

Yes Yes1st - 5th Floors

Computer Rooms

Yes YesRoom 104

Gymnasium

Yes Yes2nd Floor No Yes

Library

Yes YesRoom 101

Main Office

Yes YesRoom 114

NoMulti-purpose Room

Nurse's Office

Yes YesRoom 113

NoPool

Science Lab

Yes YesRooms 416, 418, 420, 
422, 424

Toilet Rooms (boys)

Yes YesAll floors

Toilet Rooms (girls)

Yes YesAll floors

Toilet Rooms (staff)

Yes YesAll floors

Building Template

Inspection
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Question Response

Architectural

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
Does not existAREAWAY
InspectedAWNINGS AND CANOPIES

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
Does not existCHIMNEY
InspectedCOPING

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
Does not existCORNICE
InspectedDOORS
InspectedDOOR HARDWARE

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedDOORS AND FRAMES

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
Does not existLINTELS
Does not existTRANSOM/SIDE LIGHT
InspectedEXTERIOR SOFFITS

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedEXTERIOR WALLS
MasonryMaterial Type(s)
56,000Replacement Quantity

Replacement Uom S.F.

Instance on All Facades Inspected
2- Between Good and FairInstance Condition  

Instance Quantity 56,000
Instance Quantity Uom S.F.

No deficiencies recordedDeficiency
InspectedLOADING DOCK

Condition 2- Between Good and Fair

RUSTED/DETERIORATED DOOR FRAMEDeficiency
Deficiency Location/Instance

5Deficiency Quantity
Quantity Uom S.F.
Potential Action REPAIR

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action
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Question Response

EXTERIOR
LOADING DOCK

Deficiency Photo 1

Loading Dock door

Violations No violations recorded
Does not existLOUVER
InspectedPARAPETS
ConcreteMaterial Type(s)
4,500Replacement Quantity

Replacement Uom C.F.

Instance on All Facades Inspected
2- Between Good and FairInstance Condition  

Instance Quantity 4,500
Instance Quantity Uom CF

No deficiencies recordedDeficiency
Does not existPLAZA DECK
InspectedROOF
InspectedROOFING

Replacement Quantity 32,000
Replacement Uom S.F.

InspectedLEADERS, GUTTERS, DOWNSPOUTS, SCUPPERS
2- Between Good and FairCondition
No deficiencies recordedDeficiency
InspectedROOF BARRIER
2- Between Good and FairCondition
No deficiencies recordedDeficiency
Does not existROOF CAGE
Does not existROOF FENCE
InspectedROOF HATCH/SMOKE HATCH
2- Between Good and FairCondition
No deficiencies recordedDeficiency
InspectedROOFING

Instance on IRMA:All Roofs Inspected
2- Between Good and FairInstance Condition  

Instance Quantity 32,000
Instance Quantity Uom S.F.
“Does the roof have major mechanical equipment sitting on Dunnage 
Steel less than 18" above the Roofing?"

No

Installation Year 2013
Source of Installation Year Documented

IRMA:ROOFING:DETERIORATED PAVERS WITH 
INTEGRAL INSULATION

Deficiency
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Question Response

EXTERIOR
ROOF

ROOFING
ROOFING

Deficiency Location/Instance

10Deficiency Quantity
Quantity Uom S.F.
Potential Action REPLACE

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Roof 2

Violations No violations recorded
InaccessibleROOFING DRAINS
InspectedSPECIALTIES
InspectedBULKHEAD/PENTHOUSE
2- Between Good and FairCondition
No deficiencies recordedDeficiency
Does not existCUPOLA/ SPIRES/ TOWERS
Does not existDORMER
InspectedDUNNAGE STEEL
2- Between Good and FairCondition
No deficiencies recordedDeficiency
Does not existROOF/GRAVITY TANK
Does not existSKYLIGHT/ROOF VENT
InspectedSTAIRS/RAMPS: EXTERIOR
Does not existBUILDING CHEEK/FLANK WALLS
InspectedRAILINGS

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedSTAIRS/RAMPS

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedWINDOWS
8,000Replacement Quantity

Replacement Uom S.F.
Does not existEXTERIOR GUARDS
Does not existLINTELS
InspectedWINDOWS

Material Type(s) Aluminum
Instance on Aluminum - Other:All Facades Inspected

2- Between Good and FairInstance Condition  
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Question Response

EXTERIOR
WINDOWS

WINDOWS
Instance Quantity 8,000
Instance Quantity Uom S.F.
Installation Year 2013
Source of Installation Year Documented

No deficiencies recordedDeficiency

INTERIOR Inspected
Does not existAUDITORIUM

CAFETERIA
Instance on Cellar Inspected

Ceiling
Instance on Cellar Inspected

2- Between Good and FairInstance Condition  
No deficiencies recordedDeficiency

Door(s)
Instance on Cellar Inspected

2- Between Good and FairInstance Condition  
No deficiencies recordedDeficiency

Fixed Equipment
Instance on Cellar Does not exist

Floor Finish
Instance on Cellar Inspected

2- Between Good and FairInstance Condition  
No deficiencies recordedDeficiency

Sliding-folding Partition
Instance on Cellar Does not exist

Stage
Instance on Cellar Inspected

Stage
Instance on Cellar Inspected

2- Between Good and FairInstance Condition  
No deficiencies recordedDeficiency

Stage Curtain Rigging
Instance on Cellar Inspected

2- Between Good and FairInstance Condition  
No deficiencies recordedDeficiency

Stage Curtains
Instance on Cellar Inspected

3- FairInstance Condition  
WORN/DETERIORATEDDeficiency
Left Side of StageDeficiency Location/Instance
100Deficiency Quantity

Quantity Uom S.F.
Potential Action REPLACE

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action
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Question Response

INTERIOR
CAFETERIA

Stage
Stage Curtains

Deficiency Photo 1

Left Side of Stage

Violations No violations recorded

Walls
Instance on Cellar Inspected

2- Between Good and FairInstance Condition  
No deficiencies recordedDeficiency

Window Curtains/Shades/Blinds
Instance on Cellar Does not exist

InspectedCLASSROOMS/CORRIDORS/ADMIN SPACES
InspectedCeiling

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedDoor(s)

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedFloor Finish

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedSpecialties
InspectedClassroom Locker(s)
2- Between Good and FairCondition
No deficiencies recordedDeficiency
Does not existFixed Seating
InspectedWalls

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency

GYMNASIUM
Instance on 2nd Floor Inspected

Ceiling
Instance on 2nd Floor Inspected

2- Between Good and FairInstance Condition  
No deficiencies recordedDeficiency

Door(s)
Instance on 2nd Floor Inspected

2- Between Good and FairInstance Condition  
No deficiencies recordedDeficiency

Fixed Equipment
Instance on 2nd Floor Inspected

2- Between Good and FairInstance Condition  
No deficiencies recordedDeficiency

Floor Finish
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