
NYC Department of Education

Building Condition Assessment Survey 2018-2019

X864Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 205B (ECF) - BRONX, 2375 SOUTHERN BLVD, BRONX, NY, 10460School:

 5031 2019-05-23  09:03AM 2019-05-23  08:22PMARCHITECTURAL - ASSOCIATE
 5035 2019-05-23  06:24AM 2019-06-06  10:19AMARCHITECTURAL - SENIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

The foundations were inaccessible for inspection.Comments on Inaccessible Inspection
Principal(s) Information

Principal Name Jenneth Santiago
Principal Organization P.S. 205B- Bronx
Meeting with Principal? No
Principal Feedback The Principal returned the questionnaire with the following 

comment; There is insufficient WiFi connectivity in the building.
Custodian Was not present
Fireman Was not present
Building Square Footage  21,000
Comments on the Area (Square Feet) N/A
Comments on the Stories (Floors) plus Basements 2 (No Basement)
Comments on the Year Built 1976
Comments on the Student Population 314
Comments on the Staff Population 46
Comments on the Number of Classrooms 13
Weather Fair
Facade Photo

Southern Boulevard and East 187th Street -  South View
Main Entrance Photo

Facade A - Southern Boulevard
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Roof Photo Not taken

Have any Systems/Major Building Components been upgraded? Systems: Windows replacement, 2nd Floor (partial )
Years: 2007
Systems: Roofing replacement, with Flashing, Roof Hatch, 

Skylight replacement
Years: 2005

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Exist 
Last Year?

Priority 
Category

Condition
Description

Component 
Affected

Location 
Description

Person(s)
Notified

Person(s)
Title

Photo 
Image

No condition recorded

Structural Engineer Required
Structural 
Condition Type

Condition 
Description

Component 
Affected

Location 
Description

Person(s) 
Notified

Person(s)
Title

Photo 
Image

No condition recorded

Accessibility
Accessibility Status Question Response

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

NoNoExterior Ramps and Railings
Interior Routes

NoNoCorridor and Lobby H/C Lifts

NoYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Rooms & Spaces

NoArt Rooms

NoAuditorium

Cafeteria

Yes Yes1st Floor

Classrooms

Yes Yes1st Floor

NoComputer Rooms

NoGymnasium

NoLibrary

Main Office

Yes YesRoom 125

NoMulti-purpose Room

Nurse's Office

Yes NoRoom 222

NOT ON ACCESSIBLE ROUTE

NoPool

NoScience Lab

Toilet Rooms (boys)
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Physical Breakdown Structure Exists Complies Required Deficiency

Yes No1st Floor

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
SINK ARRANGEMENT
TURNING RADIUS
URINAL ARRANGEMENT
WATER CLOSET ARRANGEMENT

Toilet Rooms (girls)

Yes No1st Floor

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
SINK ARRANGEMENT
TURNING RADIUS
WATER CLOSET ARRANGEMENT

Toilet Rooms (staff)

Yes No1st Floor

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
SINK ARRANGEMENT
TURNING RADIUS
URINAL ARRANGEMENT
WATER CLOSET ARRANGEMENT

Building Template

Inspection
Question Response

Architectural

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
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Question Response

EXTERIOR
Does not existAREAWAY
Does not existAWNINGS AND CANOPIES
Does not existCHIMNEY
InspectedCOPING

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
Does not existCORNICE
InspectedDOORS
InspectedDOOR HARDWARE

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedDOORS AND FRAMES

Condition 3- Fair
METAL:DETERIORATED DOOR AND FRAME - MINOR 
DETERIORATION

Deficiency

Deficiency Location/Instance

3Deficiency Quantity
Quantity Uom EACH
Potential Action MAINTENANCE

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Facade D - Exit 2

Violations No violations recorded
InspectedLINTELS

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedTRANSOM/SIDE LIGHT

Condition 3- Fair
METAL:DENTED, MINOR RUSTINGDeficiency

Deficiency Location/Instance

10Deficiency Quantity
Quantity Uom S.F.
Potential Action REPAIR

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action
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Question Response

EXTERIOR
DOORS

TRANSOM/SIDE LIGHT
Deficiency Photo 1

Facade A - Main Entrance

Violations No violations recorded
InspectedEXTERIOR SOFFITS

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedEXTERIOR WALLS
MasonryMaterial Type(s)
10,000Replacement Quantity

Replacement Uom S.F.

Instance on All Facades Inspected
3- FairInstance Condition  

Instance Quantity 10,000
Instance Quantity Uom S.F.

BRICK:WATER INFILTRATION IN INSTRUCTIONAL SPACEDeficiency
Roof Plan Reference

Elevation

Elevation Reference Facade A
60Deficiency Quantity

Quantity Uom S.F.
Potential Action REPAIR

PRIORITY 5Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Room 209

Page 5 of 19 Print Date: 7/3/2019Mobile Validity Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2018-2019

X864Architectural Inspection
Question Response

EXTERIOR
EXTERIOR WALLS

Deficiency Photo 2

Room 201

Violations No violations recorded

BRICK:OPEN JOINTSDeficiency
Roof Plan Reference

Elevation

Elevation Reference Facade B
60Deficiency Quantity

Quantity Uom S.F.
Potential Action REPOINT

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Facade B

Violations No violations recorded
Does not existLOADING DOCK
InspectedLOUVER

Condition 3- Fair

BROKEN/ DENTED BLADESDeficiency
Roof Plan Reference
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